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Presentation Outline
 DFW Airport Overview
 Energy Management Section
 Structure & Mission
 Supply-Side Management
 Reliability
 Cost (Risk) mitigation
 Environmental stewardship
 Demand-Side Management
 Energy monitoring 
 Energy audits
 Energy standards
 Continuous Commissioning®
 Summary
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DFW Airport Overview
Geography
 Located Between
Dallas & Fort Worth
 17,207 acres
 26.9 square miles
 7 runways
 4 are 13,400’
 3 control towers
 5 terminals
 155 gates
 4 aircraft can land 
simultaneously
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DFW Airport Overview (cont.)
Operations
 4th-busiest airport in the world 
in terms of operations
 8th-busiest in terms of 
passengers
 886 daily departures (646,803 
total annual operations)
 58 million passengers annually
 653,000 tons of cargo annually
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DFW Airport Overview (cont.)
Energy
 Board Managed Accounts
 ~200 electric accounts
 275,000,000 kWh
 $19 million
 ~20 natural gas accounts
 275,000 MMBtu
 $1.4 million
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 Structure & Mission
 Energy, Transportation, & Asset Management Department
 Energy & Utilities Services Business Unit
 Energy Management Section
 Energy Manager
 Energy Engineer
 Energy Analyst
 Designer (CADD and GIS Support)
 Electrical Supervisor (27 employees)
 SEAMS Scheduler
Energy Management
Mission Statement
Energy Management provides the business and technical expertise and resources 
necessary to meet the Airport’s energy needs.  Energy Management’s comprehensive 
approach to the procurement and utilization of energy supports the reliability, sustainability, 
and cost management goals of the Airport Board.
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Supply-Side Management
 Energy Procurement – Develop and implement an energy 
procurement strategy designed to insure availability and 
environmental stewardship, and mitigate cost volatility.
 Electricity
 Natural Gas
 Propane
 Water / Waste Water
 Vehicle Fuels
 Compressed Natural Gas (CNG)
 Unleaded Gasoline
 Diesel
 Biodiesel
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Supply-Side Management (cont.)
 Environmental Stewardship
 Electricity
 Onsite Renewable
 Wind – Economically, 
geographically and 
operationally not practical
 Solar – Economically not 
practical unless heavily 
subsidized
 Offsite Renewable
 Wind – Practical and very 
affordable
 Renewable Energy Credits 
(REC)
 1 REC = 1 MWH
 Currently at 30%
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Supply-Side Management (cont.)
 Environmental Stewardship (cont.)
 Natural Gas
 Landfill – Mostly spoken for
 Vehicle Fuel
 CNG – 2.25 million DGE annually (100% of our Bus Fleet)
 Available, very affordable ($1.50 DGE) ($2.25 DGE – apples to apples)
 Biodiesel
 Available, affordable, mixed reviews
Truck Fuel Filter
Biodiesel Gels in Cold 
Temperatures
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Demand-Side Management
 Energy Monitoring – Track and forecast energy usage for all Board 
facilities.  This supports:
 Budgeting
 State and Federal reporting requirements
 Energy Audits
 Life cycle and return on investment calculations
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Demand-Side Management (cont.)
 Energy Audits – A technical evaluation of a facility’s energy, 
typically resulting in the identification of energy savings 
opportunities.
 Walk-through Audit – Identifies preliminary energy savings opportunities 
without detailed cost or savings estimates.
 Scoping Audit – Identifies energy savings opportunities that appear 
likely to have a 5 year ROI.
 Investment Grade Audit – A detailed engineering analysis intended to 
provide sufficient information to support informed choices for capital 
energy investments.
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Demand-Side Management (cont.)
 Energy Standards
 Conduct research into new energy saving technologies.
 Fanwall AHU
 Lighting and controls
 Geothermal heatpumps
 Assist in the development and adoption of the Airport’s energy 
conservation building codes and standards.
Proposed Street 
Light for 
Southgate
Fanwall AHU 
(TRIP)
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Demand-Side Management (cont.)
 Continuous Commissioning®
 Optimizes energy use based 
on actual building conditions 
and current requirements
 Routinely achieves 10 – 25% 
whole building energy cost 
reductions
 Maintain and/or improve 
comfort
 Calibrate and repair sensors 
and  malfunctioning devices
 Modify control sequences and 
implement reset schedules
 Increase heating and cooling 
deadbands and implement 
uniform space temperature 
setpoints
 Training (transfer of 
knowledge)
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Demand-Side Management (cont.)
 Continuous Commissioning®
 Opened in 2005
 2 million sq.ft. international 
terminal
 27 aviation gates
 60 retail spaces
 99 ticket positions
 91 elevators, 59 escalators, 
34 moving sidewalks
 6 miles of baggage belts
 55 million kWh annually
Electric – 9% reduction
Chilled Water – 27% reduction
Hot Water – 50% reduction
Cost Savings - $5 million
CC Results:
Terminal D
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Demand-Side Management (cont.)
 Continuous Commissioning®
 Originally opened in 1973
 Upgraded in 2005
 6 – 5,500 ton chillers
 6 million gallon TES
 4 boilers – 33,000 lbs/hr 
steam
 1 boiler – 83,000 lbs/hr steam
 Pre-conditioned Air (PCA)
 12,000 tons cooling
 51 MMBtu heating
 Provides heating and cooling 
services to 6.6 million sq.ft. of 
condition space
 77 million kWh annually
 400,000 MMBtu annually
Electric – 6% reduction
Natural Gas – 30% reduction
Cost Savings - $4 million
CC Results:
Energy 
Plaza
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Demand-Side Management (cont.)
Continuous Commissioning Savings Summary
$14,816,349
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Summary
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